© 2012 Ing. Punzenberger COPA-DATA GmbH

Tutti i diritti riservati.

Tutti i diritti riservati la distribuzione e la copia - indifferentemente dal metodo - può essere consentita esclusivamente dalla ditta COPA-DATA. I dati tecnici servono solo per la descrizione del prodotto e non rappresentano in alcun modo parti legali. Modifiche - anche sotto aspetti tecnici sono a noi riservate
Contenuto

1. Benvenuti nell'help COPA-DATA................................................................................................. 4

2. Project simulation .......................................................................................................................... 4

3. General ........................................................................................................................................... 5
   3.1 Switching to simulation mode .................................................................................................... 6
   3.2 Switching in hardware mode ...................................................................................................... 7
   3.3 Create simulation image ............................................................................................................ 7
   3.4 Activate/deactivate project simulation function ........................................................................ 9
      3.4.1 Initialize with process image .............................................................................................. 10
      3.4.2 Initialize with process image and Runtime files (without archive files) .......................... 11
      3.4.3 Initialize with process image and Runtime files (with archive files) .............................. 11
      3.4.4 Initialize with existing simulation image ............................................................................. 12
      3.4.5 Activate process connection .............................................................................................. 12
      3.4.6 Activate process connection and transfer simulation image to server ............................ 13
      3.4.7 Create simulation image (RT in simulation mode) Transfer simulation image to server (RT in hardware mode)........................................................................................................ 14

4. System driver variable - Runtime status (simulation) .................................................................. 14

5. Scripts .......................................................................................................................................... 15

6. Features specific to simulation mode .......................................................................................... 15

7. Online language translation ........................................................................................................ 16

8. Simulation image .......................................................................................................................... 16

9. Files in the simulation image ....................................................................................................... 17

10. Runtime Command Line parameters ....................................................................................... 17

11. Limitations .................................................................................................................................. 18
1. Benvenuti nell'help COPA-DATA

GUIDA GENERALE

Nel caso in cui non abbiate trovato delle informazioni che cercavate o se avete dei consigli relativi al completamento di questo capitolo dell'help, mandate una Mail a documentation@copadata.com (mailto:documentation@copadata.com).

SUPPORTO ALLA PROGETTAZIONE

Se avete delle domande concernenti progetti concreti, potete rivolgervi per E-Mail al support@copadata.com (mailto:support@copadata.com).

LICENZE E MODULI

Nel caso in cui doveste constatare che avete bisogno di altri moduli o licenze, rivolgetevi ai nostri dipendenti all'indirizzo sales@copadata.com (mailto:sales@copadata.com).

2. Project simulation

With the help of the project simulation, you have the possibility of switching between simulation mode and hardware mode. You can simulate processes for test purposes in simulation mode. In doing so, switching actions are executed, recipes are sent, set values are defined etc. without these operations actually being sent to the process (such as to a control unit for example).
Informazioni sulla licenza

Nell’Editor e nel Runtime (standalone, server, standby e client) è necessaria una licenza.

For single-user projects a license for the client is needed. For server projects only the server/standby must have a license available.

If the licensing is changed at the server, the clients must be restarted for the license to be applied.

SIMULATION OPERATION

In simulation mode:

- all drivers are started in mode Driver simulation programmed
- no data is saved externally
  - SQL evacuation is not executed
  - Entries for IPA database are not created
  - existing IPA entries cannot be deleted, edited or commented
- PFS shift data are not saved in the database
  (After starting the Runtime in hardware mode the saving is done.)

3. General

You can only switch to the project simulation if all projects in Runtime are either single user or client projects. The simulation mode "separates" the computer and Runtime from the network. Furthermore, all drivers in Driver simulation – programmed are started. After this, no more drivers are connected to a process.

After switching to simulation mode, Runtime is restarted and acts as though all projects were configured as a single user project.
3.1 Switching to simulation mode

The following steps are carried out if you switch to simulation mode:

1. Call up the function to switch to simulation mode.

2. A check is made to ensure that all projects in simulation mode may be switched or are already in simulation mode.

3. The steps from create simulation mode (auf Seite 7) are carried out.

4. For each project, an entry in the respective chronological event list is created, which notes the switch to simulation mode.

5. Runtime ends and starts the zenProcess with additional parametering.

6. zenProcess waits until Runtime has ended and then starts in simulation mode.

7. Runtime recognizes the command line parameter and starts all projects as single user projects.

8. The directory for Runtime data is now the simulation directory. The directory of Runtime data for hardware mode is not changed.

9. The projects are started. The drivers are programmed in driver simulation mode and are loaded with the simulation image from the simulation directory. Local variables obtain their value from the local image. The variable image is applied on the programmed simulation. If in the programmed driver simulation the variable is changed at once in the first cycle of a program, in the zenon Runtime the variable does not have its original value as in the Runtime in hardware mode as first value but the value which was changed in the simulation.

10. The image for the internal drivers is loaded.

11. For each project, an entry in the respective chronological event list is created, which notes the switch to simulation mode.

12. The system driver variable obtains the value for the simulation mode.

These points are executed for all projects in Runtime unless you have explicitly stated otherwise.
3.2 Switching in hardware mode

The hardware mode is available each time Runtime is started, even if hardware mode was not switched into in simulation mode. The following steps are carried out:

1. Call up the function to switch to hardware mode.

2. The driver image (process driver and internal driver) and the image of zenon Logic simulation are saved.

3. Runtime ends and starts the zenProcess with additional parametering.

4. zenProcess waits until Runtime has ended and then starts with the start parameters for process connection.

5. Runtime starts and load the projects and Runtime data - from the server if necessary.

6. The drivers are initialized with the data from the local variables before simulation.

7. If necessary, the simulation image is transferred to the server. You can activate this with appropriate command line parametering.

3.3 Create simulation image

All files and variables that can be changed by Runtime are combined in the simulation image. If you wish to create a simulation image, the following steps are carried out:

1. All data points from all projects are requested in order to supply them with current data.

2. Data that is not required is deleted in the simulation image, according to the mode selected (Exception: Initialize with existing simulation image):
   a) Initialize with process image and Runtime data (without archive data): The local simulation project is completely deleted.
   b) Initialize with process image and Runtime data (with archive data): All archive files (*.ARX und *.ARS) are deleted in the local simulation directory.

3. Depending on the settings you have made for the Attiva/Disattiva progetto di simulazione function, the corresponding project data, Runtime data and variable data is...
obtained from all projects. For AML, CEL and HDD, the current status is saved locally for a single user project and on the server for a server project (Exception: Initialize with existing simulation image).

4. The project files that can be changed in Runtime (for example, data for PFS, users etc.) will be copied to the corresponding file in the project directory (exception: initialize with existing simulation image).

5. It waits until all data points have received a value. The progress bar displays the names of the data points. The display is limited to 60 characters and displays the attendant value. The waiting time is not limited.

6. A variable image of all drivers is created and the internal drivers save their data. These images are copied in the computer directory. If you create the image in the simulation, it also contains the image of the driver simulation programmed.

7. New transfer of files changed as in point 3 to point 6.

8. The variable image is compared to the local simulation directory.

9. This is because the variable image for local variables is saved except if an image is created in the simulation.

These points are executed for all projects in Runtime unless you have explicitly stated otherwise.
3.4 Activate/deactivate project simulation function

You switch between simulation mode and hardware mode using the Attiva/Disattiva progetto di simulazione function.

The two modes can be started under different prerequisites. These are explained in the following chapters:

- **Simulation mode active:**
  - Initialize with process image (auf Seite 10)
  - Initialize with process image and Runtime files (without archive files) (auf Seite 11)
  - Initialize with process image and Runtime files (with archive files) (auf Seite 11)
  - Initialize with existing simulation image (auf Seite 12)

- **Hardware mode active:**
  - Activate process connection (auf Seite 12)
  - Activate process connection and transfer simulation image to server (auf Seite 13)
  - Create simulation image (RT in simulation mode) Transfer simulation image to server (RT in hardware mode) (auf Seite 14)

Furthermore, the following general options are available:
<table>
<thead>
<tr>
<th>Parameters</th>
<th>Description</th>
</tr>
</thead>
</table>
| Name of simulation image (computer name if empty) | Enter the name of the simulation image here.  
**Note:** Only the name of the directory is saved.  
If you do not explicitly give a name, the name of the computer is used. |
| Display error messages in Runtime               | Activate this checkbox if you wish to receive an error message in Runtime if the functions was not executed correctly.                                                                                      |
| Show this dialog in the Runtime                 | Activate this checkbox if you would also like to have this dialog displayed during Runtime. **Note:** settings for mode selection are locked in Runtime. If you have selected process connection, entering a name for the process image is also locked. |

**Informazioni**

If a project in Runtime is, currently in the process of reloading or is to be reloaded or a dialog is opened in VBA for example, the Attiva/Disattiva progetto di simulazione function is not executed immediately. The function is carried out immediately as soon as there is no further reason for delay.

### 3.4.1 Initialize with process image

Here, an image of local variables is created and the project data that can be modified in Runtime is saved. After this, Runtime is restarted in simulation mode.

Is only executed is the project is not already in simulation mode.

**Informazioni**

All existing data in the image is deleted. Only the current variable values are obtained for initialization.
3.4.2 Initialize with process image and Runtime files (without archive files)

Here, an image of all local variables and all files from the computer directory (Exception: archive data) is created and the project data modified in Runtime is saved. After this, Runtime is restarted in simulation mode.

- **Informazioni**
  
  *All existing data in the image is deleted. Only the current variable values are obtained for initialization*

- **Informazioni**
  
  *Ensure that all historical alarms and CEL files are copied. This procedure can take some time depending on the extent of the files involved.*

3.4.3 Initialize with process image and Runtime files (with archive files)

Here, an image of all local variables and all files from the computer directory are created - any archive data that may be present locally in the image is not deleted - and project data modified in Runtime is saved. After this, Runtime is restarted in simulation mode.

- **Info**
  
  *All existing data in the image is deleted. Only the current variable values are obtained for initialization*

- **Info**
  
  *Ensure that all historical alarms, CEL files and archive data are copied. This procedure can take some time depending on the extent of the files involved.*
3.4.4  Initialize with existing simulation image

Here, an existing simulation image is transferred from the server to the client. No transfer takes place for a single user project. The respective status of local variables is saved and Runtime is restarted on the basis of the simulation image. Runtime is also restarted if it is already in simulation mode. If this was the case, no driver image is saved for the local variables to start in hardware mode.

3.4.5  Activate process connection

Here, you switch from simulation mode to hardware mode. The image of local variables is used for this.

When ending the simulation mode, the simulation mode is saved, so that the last status of the simulation mode can be recreated if necessary. If there is a connection to the server, the simulation image is transferred to the server and saved there.
Attenzione

If the same simulation image is transferred from several clients at the same time, it cannot be guaranteed that the simulation image copied is functional.

3.4.6 Activate process connection and transfer simulation image to server

With the help of the project simulation, you have the possibility of switching between simulation mode and hardware mode. You can simulate processes for test purposes in simulation mode. In doing so, switching actions are executed, recipes are sent, set values are defined etc. without these operations actually being sent to the process (such as to a control unit for example).

Informazioni sulla licenza

Nell’Editor e nel Runtime (standalone, server, standby e client) è necessaria una licenza.

For single-user projects a license for the client is needed. For server projects only the server/standby must have a license available.

If the licensing is changed at the server, the clients must be restarted for the license to be applied.

SIMULATION OPERATION

In simulation mode:

- all drivers are started in mode Driver simulation programmed
- no data is saved externally
  - SQL evacuation is not executed
  - Entries for IPA database are not created
  - existing IPA entries cannot be deleted, edited or commented
- PFS shift data are not saved in the database
  (After starting the Runtime in hardware mode the saving is done.)
In addition, the simulation image is transferred to the server and is therefore also available to other clients.

3.4.7 Create simulation image (RT in simulation mode) Transfer simulation image to server (RT in hardware mode)

Here you create a simulation image and save it locally under the given name if you are in simulation mode.

The simulation image is transferred to the server in hardware mode if present and saved there under the given name.

Informazioni

Here you can create an image of the current statuses and save these. You can then continue at this point with exactly the same requirements.

4. System driver variable - Runtime status (simulation)

The Runtime status (simulation) system driver variable indicates the status that Runtime is currently in. You can find the variables under the system info topic. The following statuses are present:

<table>
<thead>
<tr>
<th>status</th>
<th>Description</th>
</tr>
</thead>
<tbody>
<tr>
<td>0</td>
<td>Process connection - Runtime is in hardware mode.</td>
</tr>
<tr>
<td>1</td>
<td>Switch to process connection in simulation</td>
</tr>
<tr>
<td>2</td>
<td>Change to simulation with process connection</td>
</tr>
<tr>
<td>3</td>
<td>In simulation - Runtime is in simulation mode</td>
</tr>
</tbody>
</table>
5. Scripts

These scripts are available for the simulation mode; they are executed automatically:

<table>
<thead>
<tr>
<th>Script</th>
<th>Description</th>
</tr>
</thead>
<tbody>
<tr>
<td>AUTOSTART_SIMUL</td>
<td>If Runtime is started in simulation mode, the script with the name AUTOSTART_SIMUL is executed automatically if it is available.</td>
</tr>
<tr>
<td>AUTOEND_SIMUL</td>
<td>If Runtime is ended in simulation mode, the script with the name AUTOEND_SIMUL is executed automatically if it is available.</td>
</tr>
</tbody>
</table>

6. Features specific to simulation mode

The differences between hardware mode and simulation mode are as follows:

- The backup directory is not used
- Archives are not evacuated
- Archives are only stored in zenon format
- The Export archive function cannot be executed
- SQL data evacuation is deactivated for various modules
- Message Control is deactivated
- zenon Logic Runtimes are not started
- No data is exchanged with zenon Logic Runtime by means of zenon drivers
- No simulation at the zenon web client and under Windows CE.
- Variables from SB remain without value
- The driver is not switched between hardware and simulation
- A script may not be executed fully if a function that requires the Runtime to be restarted is executed in the script.
The simulation program which is contained in the driver simulation programmed is also used for the project simulation.

In the simulation mode function **Save remanent data** does not save values for the following drivers:
- internal driver
- mathematics driver
- system driver

### 7. Online language translation

Define the texts for language translation for all projects in the start project. You define the function in the start project in the same way. This ensures that you have online text in the correct project. Any possible error messages are also entered into the corresponding project.

### 8. Simulation image

To ensure that these are recreated, the values of the driver variables must be saved in the following files:

<table>
<thead>
<tr>
<th>File name</th>
<th>Description</th>
</tr>
</thead>
<tbody>
<tr>
<td>Drv'Treiber-ID'.sim</td>
<td>In this file, all values of a data point are saved in the respective driver. The files are necessary to recreate all current values in the simulation after Runtime is restarted. If the files were created during simulation mode, an image of the programmable simulation is also contained.</td>
</tr>
<tr>
<td>Drv'Treiber-ID'.sim</td>
<td>In this file, the values of the local variables are saved for the respective drivers. If Runtime starts with process coupling and these files were found, the local variables obtain the values from the files. The files are deleted after this. This also happens if Runtime is started manually.</td>
</tr>
<tr>
<td>Drv'Treiber-ID'.lsim</td>
<td>Saves an image of the local variables that is incorporated into the simulation image.</td>
</tr>
</tbody>
</table>
9. Files in the simulation image

If an image is created for the simulation, files and directories are transferred to the image from various sources. During active simulation, this data is then accessed and no longer on the originals, such as those that are on the computer directory for instance.

The following files are copied to the image's system directory from the project's system directory:

- project.mdb
- rezepturen.cmp
- rezepturenrt.cmp
- fpm.cmp
- password.cmp
- passwordrt.cmp

and the following directories:

- system\rgm_fb
- system\rt_profiles
- system\reports

All files up to those with the ending *.lsim are taken from the computer directory. For the simulation without image mode, the files *.sim, internvar.bin, sy_ma32.bin and uservar.bin are transferred. For the simulation without archive mode, all files up to those with the ending *.arx and *.ars are transferred.

10. Runtime Command Line parameters

Runtime recognizes whether it should be started in simulation mode or in hardware mode. If none of the two following parameters are given, Runtime starts in hardware mode.

These parameters can also be given for a manual start.
Limitations

### Parameters

<table>
<thead>
<tr>
<th>Description</th>
<th>SIMUL with this parameter, you indicate that Runtime is to be started in simulation mode. SIMUL=[ImageName]</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Image name</strong></td>
<td>This addition is optional and defines the name of the simulation image that is to be used for the simulation mode. If no other image names are given, the computer name is used.</td>
</tr>
<tr>
<td><strong>REALMODE</strong></td>
<td>With this parameter you indicate that Runtime is to be started in hardware mode. RALMODE=[ImageName]</td>
</tr>
<tr>
<td><strong>Image name</strong></td>
<td>This addition is optional and defines the name of the simulation image that is to be transferred to the server after starting. If you do not give an image name, no transfer takes place.</td>
</tr>
<tr>
<td><strong>CANCEL</strong></td>
<td>You cancel the switching process with this parameter. Runtime is ended but not restarted.</td>
</tr>
<tr>
<td><strong>RESTART</strong></td>
<td>After a waiting time of 30 seconds, the &quot;dependent&quot; processes are also ended and Runtime is restarted.</td>
</tr>
</tbody>
</table>

**ZENPROCESS**

The zenProcess.exe application is used to restart zenon Runtime when switching between the two modes - simulation mode and hardware mode. In doing so, it waits until all Runtime processes have ended. The number and some names - a maximum of 5 - of the ongoing processes are displayed for as long as they are being waited on. Runtime is restarted after this.

### 11. Limitations

The following restrictions are known:

- Module Batch Control is not supported in the simulation.